
Research Article
Methods for Prediction of Temperature Distribution in
Flashover Caused by Backdraft Fire

Guowei Zhang,1,2 Guoqing Zhu,1 Guanglin Yuan,2 and Lili Huang3

1 School of Safety Engineering, China University of Mining and Technology, Xuzhou 221116, China
2 Jiangsu Key Laboratory for Environmental Impact and Structural Safety in Civil Engineering, Xuzhou 221116, China
3 Institute of Industry Technology, Guangzhou and Chinese Academy of Sciences, Guangzhou 510000, China

Correspondence should be addressed to Guoqing Zhu; zhangguoweiboy@126.com

Received 29 December 2013; Accepted 22 May 2014; Published 4 June 2014

Academic Editor: Mohamed A. Seddeek

Copyright © 2014 Guowei Zhang et al. This is an open access article distributed under the Creative Commons Attribution License,
which permits unrestricted use, distribution, and reproduction in any medium, provided the original work is properly cited.

Accurately predicting temperature distribution in flashover fire is a key issue for evacuation and fire-fighting. Now many good
flashover fire experiments have be conducted, but most of these experiments are proceeded in enclosure with fixed openings;
researches on fire development and temperature distribution in flashover caused by backdraft fire did not receive enough attention.
In order to study flashover phenomenon caused by backdraft fire, a full-scale fire experiment was conducted in one abandoned
office building. Process of fire development and temperature distribution in room and corridor were separately recorded during
the experiment.The experiment shows that fire development in enclosure is closely affected by the room ventilation. Unlike existing
temperature curves which have only one temperature peak, temperature in flashover caused by backdraft may have more than one
peak value and that there is a linear relationship between maximum peak temperature and distance away from fire compartment.
Based on BFD curve and experimental data, mathematical models are proposed to predict temperature curve in flashover fire
caused by backdraft at last. These conclusions and experiment data obtained in this paper could provide valuable reference to fire
simulation, hazard assessment, and fire protection design.

1. Introduction

Fire disaster, especially flashover, is one of the most hazard
accidents in buildings. Flashover caused by backdraft is one
especial phenomenon which is important for evacuation and
fire-fighting. Fire in the enclosure without openings grows
and generates increasing energy after ignition. With oxygen
depletion in the fire development, fire releases decreasing
energy andmay stop developing. However, pyrolysis is still in
a relatively high rate and causes accumulation of flammable
gases. At this time, if one opening is created, such as one
window breaks, fresh air would flow in through opening
and cause backdraft to happen. Then the fire may grow
toward flashover and the smoke would flow into corridor
and subside. As remarked above, we can deduce that the
flashover caused by backdraft is different from that in fixed
openings enclosure fire and there should be a decay stage
before flashover for oxygen depletion. So we can hold that
temperature in flashover fire caused by backdraft could not
be accurately described as existing temperature curves, such

as ISO 834 curve, ASTM-E119 curve, external fire curve, and
hydrocarbon curve [1–3].

Now many good studies on flashover fire experiments
have be conducted, but most of these experiments were
proceeded in enclosure with fixed openings, which mainly
focused on the criterion for flashover, mechanism of flasho-
ver, and models for flashover hazard calculations [4–18].
Meanwhile, some researches on backdraft have also been
carried out and lots of useful achievements have been made.
Those studies are mainly confined to the experimental recur-
rence and numerical simulation of backdraft caused by the
combustion of gas or liquid fuels, and the relevant theoretical
studies are generally limited to the catastrophic behaviors
[19–25]. But there have been very few reports of study on
the flashover caused by backdraft. The full-scale experiment
is seldom done to study fire development and temperature
distribution.

In order to study the temperature distribution in flashover
fire caused by backdraft, one full-scale room fire in one
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Figure 1: The planar graph of experiment building.

Figure 2: Fire spread in the room (at 112 s and 930 s).

three-storey office building was taken out. Process of fire
development and temperature distribution in room and
corridor were separately recorded during the experiment.
Based on the “BFD curve,” an empirical correlation is built to
predict the temperature distribution in flashover fire caused
by backdraft by observing experimental phenomenon and
analyzing temperature data.

2. Experiment Design

Full-scale fire experiment was conducted in a disused three-
storey office building (17.5m × 6.0m × 10.0m) located
in Xuzhou city, China. The room for experiment (3.6m ×
4.8m) was located in the east side of building with 0.2m
thick concrete wall as shown in Figure 1. Meanwhile, in
the experimental room wall, there were one southern door
(0.8m × 2.3m), one northeast window (1.0m × 2.0m), and
two southern windows (0.8m × 2.0m). There were also five
high windows with 2.0 width and 2.0m height in the outside
wall of the corridor.

As furniture arrangement in common office building,
combustible in the experiment room were one leather sofa
(weighing 21.5 kg), one wooden desk (weighing 49.2 kg),
two leather armchairs (each armchair weighing 32.3 kg),
three wooden cabinets (each cabinet weighing 84.7 kg), some
papers (weighing 14.1 kg), and clothing (weighing 15.7 kg),
shown in Figure 1 too.

The details of experimental installation can also be found
in Figure 1. Three k-thermocouples numbered 1∼3, 2.0m
distance of each other, were placed at central position of
experiment room 0.5m below ceiling. Furthermore, to mea-
sure smoke temperature in corridor, eight k-thermocouples
numbered 4∼11, 2.0m distance of each other, were placed at
corridor center 0.5m below ceiling. As shown in Figure 1,
number 4 thermocouple was the nearest one to the exper-
imental room while the number 11thermocouple was the
farthest one. All data of these collected thermocouples would
be sent to computers by Agilent 34970a data collecting
card. Meanwhile, two cameras were necessities for image
acquisition in the fire experiment, one in the experiment
room and another in the corridor.

3. Experiment Result and Discussion

The whole fire experiment (shown in Figures 2, 3, and 4),
from ignition to extinction, lasted approximately 1800 s. At
10 s, one quilt located in one northern cabinet was ignited and
room opening was closed. At 112 s, fire spread from quilt to
the cabinet. And then fire stopped developing. At 675 s, glass
of northeast windows was broken and fire overall spread the
cabinet. Thus, backdraft happened. And then, flame sprang
out of the door. At 825 s, a small broken hole appeared in one
of south window glass. At 907 s, fire spread from cabinet to
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Figure 3: Glass broken and fire sprang outdoor (at 675 s and 930 s).

Figure 4: Smoke spread in the corridor (at 400 s and 1075 s).

the nearest sofa. At 930 s, flashover occurred in fire room and
all the combustible materials in the enclosure are involved in
the fire. At 932 s, all glasses of south windowwere broken and
lots of smoke waft across corridor. After flashover, the room
fire developed into fully developed stage and flames extended
out through the opening. At 1075 s, one 0.7m thickness
smoke layer had formed in the corridor. As the fuel becomes
consumed, the energy release rate diminished and the fire
stepped into decay stage.

3.1. Fire Compartment Temperature. As shown in Figure 5,
fire compartment temperature rose fast at 200 s and then
quickly reached first temperature peak about 374∘C at 336 s.
After that, the temperature decreased to 111∘C for oxygen
deficiency at 632 s. At 675 s, as we described above, glass in
the northeast window was broken and backdraft happened;
therefore, the temperature rose again. Meanwhile, owing
to the flashover and supply complement of fresh air, the
temperature quickly reached the second temperature peak
at about 887∘C. Then the temperature in the room kept
one relatively stable value at fully developed stage. With
combustible burnt out, the temperature decreased again at
decay stage.

From fire compartment temperature, we can draw one
conclusion that the temperature in flashover fire caused by
backdraft is different from that in fixed opening flashover fire
without stable oxygen supply. Fire compartment temperature
is closely affected by the room ventilation. When ventilation
factor is equal to zero, the temperature in enclosure firewould

0 300 600 900 1200 1500 1800

0

200

400

600

800

1000

Time (s)

Te
m

pe
ra

tu
re

 (∘
C)

Number 1 thermocouple
Number 2 thermocouple

Number 3 thermocouple

Figure 5: Fire compartment temperature in the experiment.

firstly rise and then decrease for the fact that the fire is
suppressed for lack of oxygen.When some opening is created,
temperature may rise again and then reach the maximum
temperature at about 887∘C after flashover.

3.2. Corridor Temperature. As shown in Figure 6, corridor
temperature rose fast at 825 s as a result of appearance of one
small broken hole. Meanwhile, due to the room flashover and
newopening appearance, the corridor temperature rose again
and quickly reached maximum temperature peak at about
1200 s.

Maximum temperature in corridor is one important
parameter which directly affects the evacuation and fire
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Figure 6: Corridor temperature in the experiment.
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Figure 7: Maximum temperature above 𝑇
0

in the corridor.

spread. Now we collect maximum temperature in different
locations, as is shown in Figure 7. And from that figure, we
can learn that the farther the distance away from fire room,
the higher the maximum temperature. By fitting, we found
that there is a linear relationship between Δ𝑇mL and distance
with 0.9757 related coefficient and the temperature gradient
in corridor is 45.35∘C/m as follows:

Δ𝑇mL = 774.83 − 45.35𝑥, (1)

where 𝑇
0
is ambient temperature (∘C); Δ𝑇mL is maximum

temperature above 𝑇
0
in corridor (∘C); 𝑥 is distance away

from fire room, m.
From corridor temperature, we can see that corridor

temperature rises after a certain lag time after fire. There is
a linear relationship between peak temperature in corridor

and distance from the enclosure door to the measurement
points with 45.35∘C/m temperature gradient. Once flashover
occured, hot smoke would flow into corridor and corridor
temperature would exceed the tolerance limit of human body.
So people in the building fire should completely evacuate to
safety area before flashover occurrence.

4. Mathematical Model

As stated above, in flashover fire caused by backdraft, com-
partment temperature has more than one temperature peak,
while corridor temperature rises after a certain lag time
after fire. Moreover, now existing temperature curves almost
have only one temperature peak and the temperature rises
rapidly immediately after fire, such as ISO 834 curve, ASTM
E119 curve, external fire curve, and hydrocarbon curve. But
these temperature curves could not accurately describe the
temperature development in varyingly ventilation flashover
fire. Now, based on BFD curve presented by Barnet, as
(2), an empirical correlation is proposed for predicting
temperature curve in flashover fire caused by backdraft
[26–28]:

𝑇 = 𝑇
0
+ Δ𝑇
𝑚
e− ln (𝑡/𝑡𝑚)

2

/𝑠
𝑐

, (2)

where 𝑇
0
is ambient temperature (∘C); Δ𝑇

𝑚
is maximum

temperature above 𝑇
0
(∘C); 𝑡

𝑚
is time at which Δ𝑇

𝑚
occurs

(min); 𝑆
𝑐
is shape constant for the curve; 𝑆

𝑐
= 1 is proposed.

4.1. Empirical Correlation for Room Temperature. According
to BFD curve and experimental compartment temperature
shown in Figure 5, an empirical correlation is proposed for
enclosure temperature in varyingly ventilation flashover fire
as

𝑇 = 𝑇
0
+ Δ𝑇
𝑚1
e− ln (𝑡/𝑡𝑚1)

2

/𝑠
𝑐

, 𝑡 ≤ 𝑡
𝑚1
,

𝑇 = 𝑇
0
+ Δ𝑇
𝑚1
e− ln ((2𝑡𝑚1−𝑡)/𝑡𝑚1)

2

/𝑠
𝑐

, 𝑡
𝑚1
≤ 𝑡 ≤ 2𝑡

𝑚1
,

𝑇 = 𝑇
0
+ Δ𝑇
𝑚2
e− ln ((𝑡−2𝑡𝑚1)/(𝑡𝑚2−2𝑡𝑚1))

2

/𝑠
𝑐

, 2𝑡
𝑚1
≤ 𝑡 ≤ 𝑡

𝑚2
,

𝑇 = 𝑇
0
+ Δ𝑇
𝑚2
e− ln ((2𝑡𝑚2−𝑡−2𝑡𝑚1)/(𝑡𝑚2−2𝑡𝑚1))

2

/𝑠
𝑐

, 𝑡 ≥ 𝑡
𝑚2
,

(3)

where Δ𝑇
𝑚1

is maximum temperature above 𝑇
0
(∘C) when

ventilation factor is equal to zero, in other words, there are no
vents in fire enclosure; 𝑡

𝑚1
is time at which 𝑇

𝑚1
occurs (min);

Δ𝑇
𝑚2

is maximum temperature above 𝑇
0
after flashover (∘C);

𝑡
𝑚2

is time at which𝑇
𝑚2

occurs (min); 𝑆
𝑐
is shape constant for

the curve; 𝑆
𝑐
= 1 is proposed.

Taking 𝑇
0
(28∘C), 𝑇

𝑚1
(374∘C), 𝑇

𝑚2
(887∘C), 𝑡

𝑚1
(336 s),

and 𝑡
𝑚2

(1250 s) into (3), an empirical correlation for room
temperature is proposed to predict the room temperature, as
shown in Figure 8. The prediction values coincide with the
experiment data. But there is considerable difference at 𝑡 =
2𝑡
𝑚1

and 𝑡 ≥ 2𝑡
𝑚2
−2𝑡
𝑚1

which should be paid attention to in
the prediction.
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Figure 8: Prediction value by proposed empirical correlation and
room temperature in the experiment fire.

4.2. Empirical Correlation for Corridor Temperature. Accord-
ing to BFD curve and corridor temperature shown in
Figure 6, an empirical correlation is also proposed for
corridor temperature in varyingly ventilation flashover fire
as

𝑇 = 𝑇
0
, 𝑡 ≤ 𝑡exp,

𝑇 = 𝑇
0
+ Δ𝑇mLe

− ln ((𝑡−𝑡exp)/(𝑡mL−𝑡exp))
2

/𝑠
𝑐

, 𝑡exp ≤ 𝑡 ≤ 𝑡mL,

𝑇 = 𝑇
0
+ Δ𝑇mLe

− ln ((2𝑡mL−𝑡exp−𝑡)/(𝑡mL−𝑡exp))
2

/𝑠
𝑐

, 𝑡 ≥ 𝑡mL,

(4)

where Δ𝑇mL is maximum temperature above 𝑇
0
in corridor

(∘C); 𝑡mL is time at which 𝑇mL occurs (min); 𝑡exp is time
at which glass is broken (min). In the fire experiment, 𝑇

0

is 28∘C, 𝑡exp is 825 s, and 𝑡mL is 1200 s. Taking (1) into
(4), the empirical correlation for corridor temperature in
fire experiment is built, as shown in Figure 9. Using the
built correlation to predict the corridor temperature, we
can see that the prediction value coincides well with the
experiment data. In this correlation, the temperature rising
at 𝑡m1 (374 s) is ignored for that temperature rise at 𝑡m1
is extremely small compared to temperature rise at 𝑡mL
(1200 s).

5. Conclusion

An experimental study of fire development and temperature
distribution in flashover fire caused by backdraft was con-
ducted. Based on the experiment data and BFD curve, math-
ematical models are proposed at last. The major conclusions
found are summarized as follows.

(1) Unlike most existing temperature curves which have
only one temperature peak, temperature in flashover
fire caused by backdraft has more than one tempera-
ture peak as a result of unstable oxygen supply. When
ventilation factor is equal to zero, the temperature
in enclosure fire would firstly rise and then decrease
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Figure 9: Prediction values by empirical correlation and corridor
temperatures recorded by all thermocouples in corridor. The pre-
diction value coincides with the experiment data.

for lack of oxygen. When some opening is created,
the temperature would rise again and then reach
the maximum temperature peak after flashover. The
maximum temperature in flashover room is about
887∘C. Thus, if fire fighters need to break doors
or windows to rescue, it is important to beware of
backdraft.

(2) Corridor temperature rises after a certain lag time
after fire. Owing to appearance of flashover and new
opening appearance, hot smoke would flow into the
corridor and then the temperature would quickly rise
to maximum temperature peak. Meanwhile there is
a linear relationship between peak temperature in
corridor and distance from the enclosure door to
the measurement points with 45.35∘C/m temperature
gradient.

(3) Based on BFD curve presented by Barnet, mathemati-
cal models are proposed to predict temperature curve
in flashover fire caused by backdraft. By comparing
predictable value and experimental data, we can see
that empirical correlations could well predict the
temperature in flashover fire caused by backdraft.
These conclusions and experiment data obtained in
this paper could provide valuable reference to fire
simulation, hazard assessment, and fire protection
design.

Finally, due to limitations of experimental funding and
conditions, only a full-scale fire experiment was conducted
in this paper. Thus, the accuracy of these methods is still
to be discussed in the next research. We will take more
verification experiments, especially full-scale fire, to discuss
the accuracy of this new approach in the future. Meanwhile,
we will also apply the large eddy simulation to reconstruct the
fire experiments and verify the accuracy of these methods by
lots of simulations in the future.
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