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Abstract: Analysis of urban saturated power loads is helpful to coordinate urban power 

grid construction and economic social development. There are two different kinds of 

forecasting models: the logistic curve model focuses on the growth law of the data itself, 

while the multi-dimensional forecasting model considers several influencing factors as the 

input variables. To improve forecasting performance, a novel combined forecasting model 

for saturated power load analysis was proposed in this paper, which combined the above 

two models. Meanwhile, the weights of these two models in the combined forecasting 

model were optimized by employing a fruit fly optimization algorithm. Using Hubei 

Province as the example, the effectiveness of the proposed combined forecasting model 

was verified, demonstrating a higher forecasting accuracy. The analysis result shows that 

the power load of Hubei Province will reach saturation in 2039, and the annual maximum 

power load will reach about 78,630 MW. The results obtained from this proposed hybrid 

urban saturated power load analysis model can serve as a reference for sustainable 

development for urban power grids, regional economies, and society at large. 

Keywords: saturated power load; combined forecasting model; logistic curve model; 

multi-dimensional forecasting model; fruit fly optimization algorithm 
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1. Introduction  

To promote sustainable development, the planning and construction of an urban power grid should 

adapt to the economic and social development of a province or city, and should coordinate the urban 

development plan [1]. From the development trajectory of many developed countries, when economic 

development reaches a certain stage, due to the constraints of land resources and environmental 

capacity, the power load growth will slow or even stop. At this time, the power load reaches saturation [2]. 

Saturated power load refers to the power load scale when the electricity demand approaches the 

saturation phase. Urban saturated power load is a key indicator used for determining the ultimate scale 

of a province or city’s power grid development. The analysis of urban saturation power load can 

provide a reference for urban power grid planning and construction, which can also avoid resource 

waste due to redundant construction of urban power grids to meet rapidly growing economic and social 

development needs, to a certain extent [3–5], and it can improve the coordination and sustainability for 

urban power grids and urban overall development. Therefore, studying the saturated power load can 

not only provide some guidance for the electric power industry’s development planning, especially the 

construction and renovation of power grids, but can also promote the sustainable development of 

regional economies, environments and resources. 

Currently, saturated power load analysis methods can be largely divided into two categories, namely 

power load trend models and economic parameter models. A power load trend model is a kind of 

saturated power load analysis approach which studies the saturation time and scale of power load by 

analyzing the changing rule of historical load data. This kind of model mainly includes logistic curve 

models, grey prediction models and nonlinear regression calibration models [6–9]. An economic 

parameter model is a kind of saturated power load analysis method which forecasts the statured time 

and scale of power load by analyzing the relationship between power load and economy, society, and 

so on. This kind of model employs economic social development indicators, such as economic 

development, industrial structure, living standards and population, as the input variables to forecast the 

future power load, and it mainly includes load density methods, per capita electricity consumption 

methods, system dynamics methods and multi-dimensional forecasting methods [10–13]. Power load 

trend models forecast the future power load based on the historical data, which only consider the 

internal development law of the load data themselves and ignores the influence of economic and social 

development factors. Economic parameter models only consider the impact of economic social 

development factors on power load but seldom take the internal development law of the load data 

themselves into consideration. Therefore, these two kinds of saturated power load analysis techniques 

both have merits and shortcomings. 

The combined forecasting method (CFM) was proposed by J.M. Bates and C.W. Granger in 1969 

and has become the focus of research at home and abroad from its conception. It has been applied in 

many fields due to its superior forecasting performance [14–20]. The basic principle of CFM is to 

combine different forecasting methods by assigning different mathematical weights to them. The most 

critical issues for the CFM are how to choose an appropriate variety of single forecasting models and 

how to determine the mathematical weight of each single forecasting model. The CFM, with suitable 

single forecasting models and assigned mathematical weights, can effectively improve the fitting 

capacity and forecasting accuracy [21]. 
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In view of this, the combined forecasting technique has been adopted to study saturated power load 

in this paper. The logistic curve model (as a kind of power load trend model) and multi-dimensional 

saturated power load forecasting (MSPLF) method (as a kind of economic parameter model) have been 

selected as the CFM’s single forecasting models for saturated power load analysis. The logistic curve 

model forecasts the future power load by using historical load data, while MSPLF model uses 

economic and social development indicators as input variables to forecast the future power load. 

Therefore, the proposed CFM in this paper both considers the internal development law of load data 

themselves and the impact of economic and social development factors. Meanwhile, a new swarm 

intelligence optimization algorithm—the fruit fly optimization algorithm (FOA)—is employed to 

determine the mathematical weights of the logistic curve model and MSPLF model in order to improve 

forecasting performance. The main contribution of this paper is to propose a new hybrid CFM for 

saturated power load analysis, which combines the logistic curve model and MSPLF method and 

determines their weights through the FOA. It can be safely said that the FOA, as a new swarm 

intelligence optimization technique, is being employed for a new practical purpose. Moreover, the 

combination of the logistic curve model and multi-dimensional forecasting method may be a new 

approach to saturated power load forecasting. 

The remainder of this paper is organized as follows: Section 2 introduces the basic principle of this 

proposed CFM for saturated power load analysis; using Hubei Province as the empirical example, 

Section 3 verifies the validity of the proposed CFM by comparing the power load forecasting errors of 

different forecasting models; the saturated power load of Hubei Province is analyzed by using the 

proposed CFM model in Section 4; and Section 5 sets out the main conclusions. 

2. Basic Principle of CFM for Saturated Power Load Analysis 

The proposed novel CFM for saturated power load analysis in this paper is the combination of the 

logistic curve model and MSPLF model, and the mathematical weights of these two single models are 

optimized and determined by employing the fruit fly optimization algorithm. 

2.1. Basic Principle of the Logistic Curve Model 

The logistic curve model is a kind of growth curve model that was first used to predict population 

growth and then widely used in the fields of growth, development and reproduction of flora and fauna, 

socio-economic issues, and so on [22–24]. The characteristics of the logistic curve model are as 

follows: in the beginning, the object grows slowly; when it reaches a certain period, the object grows 

rapidly; and after the object reaches a limit value, its growth rate slows again. These characteristics 

correspond to those of power loads [2–5,13]. Therefore, the logistic curve model can be used for 

saturated power load analysis.  

The mathematical expression of the logistic curve model is:  

1 bt

k
y

ae  
(1) 

where k, a, b are constants, and k > 0, a > 0, b > 0.  

The logistic curve shape is shown in Figure 1. 
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Figure 1. Logistic curve shape. 

According to Equation (1), the first-order derivative value of the logistic curve equation at any point 

is always positive. At point (T2, y2), the second-order derivative value equals 0, and at points (T1, y1) 

and (T3, y3), the third-order derivative value equals 0. For the logistic curve, as shown in Figure 1, 

when t is in the interval [0, T1], y is at the initial slow growth stage; when t is in the interval [T1, T3], y 

is at the rapid growth stage; when t is in the interval [T3, +∞], y is at the saturated growth stage; and 

when t is in the interval [T2, T3], y displays a slowing growth rate compared to that in interval [T1, T2], 

and gradually becomes saturated.  

When the logistic curve model is used for saturated power load forecasting, the input variable is the 

historical power load data. 

2.2. Basic Principle of the Multi-Dimensional Saturated Power Load Forecasting Model (MSPLF) 

In reality, most complex issues are often influenced by many factors. The saturated scale and time 

of a province’s or city’s power load will also be influenced by many factors, such as regional 

economic development conditions, social development, population size, energy structure, 

technological development level, and so on. 

Given the above, the MSPLF model uses the factors influencing urban power load as the 

independent variables and takes power load as the dependent variable, to establish the appropriate 

mathematical model. Specifically, the MSPLF model can be expressed as:  

 1 2, , , ny f x x x
 (2) 
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where ix  is the influencing factor and y  is the power load. The MSPLF model can be solved by using 

the ordinary least square (OLS) method.  

The MSPLF model is based on econometric principles, and its modeling approach is relatively 

flexible because one can build linear or non-linear models based on the characteristics of the issue. 

Meanwhile, the MSPLF model can also be used for sensitivity analysis of the influencing factors by 

solving the partial derivative of the dependent variable. 

2.3. Basic Principle of the CFM 

The proposed CFM in this paper combines the logistic curve model and MSPLF model, which both 

considers the internal development law of load data themselves and the impact of economic and social 

development factors. For the weights of these two single models in the CFM, a new swarm intelligence 

optimization algorithm, namely the fruit fly optimization algorithm, is employed for weight 

optimization and determination.  

The fruit fly optimization algorithm (FOA) is a new meta-heuristic algorithm proposed by W.T. Pan 

in 2011, which has the advantages of being easy to understand due to shorter program code than other 

optimization algorithms and of quickly reaching the global optimal solution [25]. FOA has been used 

in many fields, including power load forecasting [26,27]. The fundamental principle and calculation 

steps of FOA are as follows [25–27]. 

Step 1. Parameters initialization.  

The maximum iteration number maxgen, population size sizepop, initial fruit fly swarm location 

(X_axis，Y_axis), and random flight distance range FR are the main parameters of the FOA. When 

employing the FOA, the initial values of these parameters need to be set first. 

Step 2. Population initialization.  

Give the random flight direction and the distance for food finding of an individual fruit fly by using 

osphresis, and then (Xi, Yi) can be obtained. 

Xi = X_axis + Random Value (3) 

Yi = Y_axis + Random Value (4) 

Step 3. Population evaluation.  

Firstly, the distance of the food location to the origin (Dist) needs to be calculated. Secondly, the 

smell concentration judgment value (S) needs to be calculated, and the value of S is the reciprocal of 

the distance of the food location to the origin (Dist), which is reasonable because the longer the 

distance, the smaller the smell concentration.  

Disti = (Xi
2 + Yi

2)1/2 (5) 

Si = 1/Disti (6) 

Then, calculate the smell concentration (Smelli) of the individual fruit fly location by substituting 

the smell concentration judgment value (Si) into the smell concentration judgment function (also called 

fitness function). Finally, determine the individual fruit fly with the maximal smell concentration (the 

maximal value of Smelli) among the fruit fly swarm.  
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Smelli = Function (Si) (7) 

[bestSmell bestIndex] = max (Smelli) (8) 

Step 4. Selection operation. 

Keep the maximal smell concentration value and x, y coordinate. Then, the fruit fly swarm flies 

towards that location with the maximal smell concentration value by using vision. Enter iterative 

optimizations to repeat the implementation of Steps 2 and 3. When the iterative number reaches the 

maximal iterative number or the smell concentration is no longer superior to the previous iterative one, 

the circulation stops. Then, the final parameter values can be obtained.  

Smellbest = bestSmell (9) 

X_axis = X (bestIndex) (10) 

Y_axis = Y (bestIndex) (11) 

The process of employing the proposed CFM to analyze the saturated power load is shown in 

Figure 2, and the specific steps are as follows.  

Step 1: Using the logistic curve model and MSPLF model to fit the original data.  

The sample data is divided into training data and testing data. Using the logistic curve model and 

MSPLF model to fit the training data, the logistic curve equation and MSPLF equation can be 

obtained. Then, the fitting values of these two models in the training period can be obtained, which 

will be used as input data in the CFM for determining the weights.  

Step 2: Using the FOA to determine the weights of the logistic curve model and MSPLF model in 

the proposed CFM. 

(1) Initialization parameters.  

The maximum iteration number maxgen, the population size sizepop, the initial fruit fly swarm 

location (X_axis, Y_axis), and the random flight distance range FR are determined first. 

(2) Evolution starts. 

Set i = 1, gen = 0, and give the random flight direction rand() and the flight distance for food 

finding for an individual fruit fly i. In the hybrid forecasting model, two variables (X(i,:), Y(i,:)) 

are employed to represent the flight distance for food finding for an individual fruit fly i, and set 

X(i,:) = X_axis + 20*rand() − 10, Y(i,:) = Y_axis + 20*rand() − 10, respectively. 

(3) Preliminary calculations. 

Update the coordinate (X(i,:), Y(i,:)) of the i-th fly fruit, calculate the distance Disti of the fruit fly i to 

the origin, and then calculate the smell concentration judgment value Si. In the hybrid forecasting 

model, (D(i,1), D(i,2)) is employed to represent Disti, and set D(i,1) = (X(i,1)2 + Y(i,1)2)0.5,  

D(i,2) = (X(i,2)2 + Y(i,2)2)0.5, respectively. Similarly, (S(i,1), S(i,2)) is used to represent Si in the 

hybrid forecasting model, and set S(i,1) = 1/D(i,1), S(i,2) = 1/D(i,2), respectively. Then, input Si 

into the hybrid forecasting model for power load forecasting. In the hybrid forecasting model, the 

parameters [w1, w2] are represented by [S(i,1), S(i,2)], and we set w1 = S(i,1) and w2 = S(i,2), 

respectively. According to the power load forecasting result, the smell concentration Smelli (also 
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called the fitness function value) can be calculated. The Smelli is employed by Equation (12), 

which measures the deviations between the forecasting values and actual values.  

 
2

1 2

1

1 n
L D

i i i i

i

Smell w F w F A
n 

  
 

(12) 

where n is the number of forecasting periods; iA  is the actual value at period i; L

iF  and D

iF  

denotes the forecasting value of the logistic curve model and MSPLF model at period i, 

respectively; and 1w  and 2w  are the weight of the logistic curve model and MSPLF model in the 

hybrid model, respectively. 

(4) Population iteration. 

Set i = i + 1 and repeat (3). When i equals the population size, find and keep the minimum smell 

concentration value among the fruit fly swarm, and update (X_axis, Y_axis) and Smellbest. 

(5) Offspring generation.  

Generate the offspring generation, and input the offspring into the hybrid forecasting model and 

calculate the smell concentration value again. Set gen = gen + 1. 

(6) Circulation stops. 

When gen reaches the max iterative number, the stop criterion is satisfied and the optimal 

parameters 1w  and 2w  of CFM are obtained. Otherwise, go back to (3). 

Step 3: Using the proposed CFM to forecast the power load.  

After obtaining the power load fitting values from the logistic curve model and MSPLF model and 

the mathematical weights, the load forecasting value can be calculated by using the proposed CFM 

according to Equation (13). 

1 2

H L D

i i iF w F w F   (13) 

where H

iF , L

iF  and D

iF  are the forecasting values of the proposed CFM, the logistic curve model and 

the MSPLF model at time i, respectively.  

Step 4: Saturated power load analysis.  

According to the judging criteria for power load saturation, the saturated time and saturated load 

value of a province’s or city’s power load can be obtained. 
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Figure 2. Flow chart of the proposed CFM for saturated power load analysis. 
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3. Forecasting Performance Test of Proposed CFM 

To test the forecasting performance of the proposed CFM, the single logistic curve model and the 

MSPLF model are selected as the comparison models. Using Hubei Province as the empirical example, 

the forecasting errors of these three models will be discussed. For the logistic curve model, the power 

load is the only input factor. For the MSPLF model, several factors which have relatively close 

relationships with power load are required as the input factors. Commonly, there are relevant 

relationships between urban power load and economic social factors, such as regional GDP, 

population, industrial structure, urbanization level and so on [2–6,10,13]. Therefore, GDP per capita, 

share of value-added from secondary industry in GDP (SVSG) and urbanization rate were selected as 

the input variables of MSPLF model.  

Therefore, when employing the CFM to an analysis of urban saturated power load, the power load, 

GDP per capita, SVSG and urbanization rate are needed. The sample data are taken from 1900 to 2012. 

Of this range, the data from 1900 to 2005 are selected as a training sample, and the data from 2006 to 

2012 are the testing sample. The development trends in annual maximum power load, GDP per capita, 

SVSG and urbanization rate of Hubei Province from 1990 to 2012 are shown in Figure 3. 

 

Figure 3. Development trend of annual maximum power load, per capita GDP, SVSG and 

urbanization rate of Hubei Province from 1990 to 2012. 

3.1. Forecasting Result of the Logistic Curve Model 

Using the annual maximum power load of Hubei Province from 1990 to 2005 as the fitting sample 

data, the fitting result of the logistic curve in term of annual maximum power load using MATLAB 

software v2014a is shown in Figure 4. Meanwhile, the logistic curve equation in term of annual 

maximum power load can be obtained, i.e.: 

0.0948

7700

1 19.47

L

t
y

e  
(14) 
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The fitting performance index R2 of the logistic curve equals 0.985, which shows the fitting result is 

quite good. 

 

Figure 4. Fitting result of the logistic curve model in terms of annual maximum power load. 

Then, according to Equation (14), the annual maximum power load of Hubei Province from 2006 to 

2012 can be forecasted by employing the logistic curve model, and the result is shown in Table 1. 

Table 1. Power load forecasting result of the logistic curve model. 

Year 2006 2007 2008 2009 2010 2011 2012 

Annual maximum power load  

(104 kW) 
1461 1576 1698 1827 1962 2104 2252 

3.2. Forecasting Result of the MSPLF Model 

Three factors, namely GDP per capita, SVSG and urbanization rate are selected as the input 

variables of the MSPLF model. According to Equation (2), the fitting equation of the MSPLF model 

for power load forecasting can be obtained by employing the OLS method, as shown in Equation (15).  

0.1108 9.5974 2.5928 338.7261My PGDP SVSG UR     (15) 

where PGDP represents GDP per capita; SVSG represents the share of value-added of secondary 

industry in GDP; and UR represents the urbanization rate. The fitting performance index R2 of MSPLF 

equals 0.9846, which indicates that the fitting performance is quite good. 

Then, according to Equation (15), the annual maximum power load of Hubei Province from 2006 to 

2012 can be forecasted by employing the MSPLF model, and the result is listed in Table 2. 

Table 2. Power load forecasting result of the MSPLF model. 

Year 2006 2007 2008 2009 2010 2011 2012 

Annual maximum power load (104 kW) 1383 1567 1763 1968 2235 2541 2830 
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3.3. Forecasting Result of the CFM 

When using the CFM to forecast power load, the weights of the logistic curve model and MSPLF 

model, namely w1 and w2 in Equation (13), first need to be determined. As mentioned above, the FOA 

is employed to iteratively determine the optimal value of w1 and w2. The initial parameters of the FOA 

are set as follows: maxgen = 100, sizepop = 20, (X_axis, Y_axis)  [−50, 50], FR  [−10, 10],  

X_axis = rands(1, 2), Y_axis = rands(1, 2). Figure 5 shows the iterative Smell trend for the CFM 

searching for optimal parameters. After 100 evolution iterations, convergence can be seen in 

generation 32. Finally, the optimal values of parameters w1 and w2 are 0.557 and 0.443, respectively. 
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Figure 5. Iterative Smell trend for the CFM searching for optimal parameters. 

Then, based on the forecasting results of the logistic curve model and MSPLF model from 2006 to 

2012, the annual maximum power load of Hubei Province from 2006 to 2012 can be forecasted by 

employing the proposed CFM based on Equation (13), and the result is listed in Table 3. 

Table 3. Power load forecasting result of the proposed CFM. 

Year 2006 2007 2008 2009 2010 2011 2012 

Annual maximum power load  

(104 kW) 
1426 1572 1727 1890 2083 2298 2508 

3.4. Comparison of Forecasting Results 

The forecasting results of the logistic curve model, MSPLF model and proposed CFM model and 

the actual power load are shown in Figure 6. From Figure 6, it can be seen that the forecasting values 

of the logistic curve model in 2007, 2008 and 2012 have the smallest deviations from the actual power 

load; the forecasting values of the MSPLF model in 2010 and 2011 have the smallest deviations from 

the actual power load; and the forecasting values of the proposed CFM model in 2006 and 2009 have 

the smallest deviations from the actual power load. Although the proposed CFM model does not obtain 
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the largest number of the smallest deviation forecasting years, the forecasting results in other  

non-dominated years show smaller deviations from the actual power load.  

 

Figure 6. Comparisons of forecasting values of different models and actual power load. 

Further, in order to accurately test the forecasting performances of different forecasting models, the 

forecasting errors of different forecasting models need to be compared. The mean absolute percentage 

error (MAPE), mean square error (MSE) and mean relative error (MRE) were selected for the 

forecasting error analysis indicators, which can be calculated as follows:  

1

1
100%

n
i i

i i

A F
MAPE

n A


   (16) 

2
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1
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(18) 

where iA  is the actual value of annual maximum power load at the i-th year, and iF  is the forecasting 

value of annual maximum power load at the i-th year. 

The forecasting error comparisons of the logistic curve model, MSPLF model and proposed CFM 

are shown in Figure 7. It can be seen that the MAPE value of the proposed CFM is 4.50%, which is 

much lower than that of the logistic curve model and MSPLF model (which are 6.64% and 6.09%, 

respectively). The MSE value of the proposed CFM is 13,148, which is dramatically lower than that of 

the logistic curve model and MSPLF model (which are 33,341 and 37,835, respectively). The MRE 

value of the proposed CFM is 0.11%, which is much lower than that of the logistic curve model and 

MSPLF model (which are −3.69% and 4.87%, respectively). 
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Figure 7. Forecasting error comparisons of different models. 

Conclusively, the proposed CFM largely narrows the deviations between the forecasting values and 

actual values, and outperforms the logistic curve model and MSPLF model in annual maximum power load 

forecasting. Therefore, the proposed CFM in this paper is very suitable for saturated power load analysis. 

4. Empirical Analysis of Saturated Power Load 

When using the proposed CFM to analyze the saturated power load, firstly, the power load of Hubei 

Province in future years (2013–2050 in this paper) should be forecasted by using the logistic curve 

model and MSPLF model, and then the power load forecasting value of the proposed CFM from 2013 

to 2050 should be calculated according to Equation (13); secondly, according to the judgment criteria 

for saturated power load and the power load forecasting result, the saturated time and scale for Hubei 

Province’s power load can be obtained.  

4.1. Forecasting Result for Power Load from 2013 to 2050 

According to Equation (14), the forecasting result for the annual maximum power load of Hubei 

Province from 2013 to 2050 according to the logistic curve model can be obtained, as shown in Figure 8. 

From Figure 8, it can be seen that the forecasted annual maximum power load of Hubei Province according 

to the logistic curve model will increase to about 70,000 MW in 2050 from 24,062 MW in 2013. 
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Figure 8. Power load forecasting result from 2013 to 2050 according to the logistic curve model. 

When using the MSPLF model to forecast the annual maximum power load of Hubei Province, the 

input variables, namely GDP per capita, SVSG and urbanization rate need first to be forecasted. Urban 

electric power load saturation is an important way to express the economic social development of a 

region entering its mature stage. At this time, the relative factors affecting power load, such as regional 

economy, population and industrial structure, will tend toward a relatively stable size without major 

fluctuation. Many scientific studies have shown that some factors in the fields of economy, society and 

population follow the logistic curve development law. Meanwhile, [28–30] point out that GDP per 

capita, SVSG and urbanization rate will gradually reach saturation with economic social development, 

which can be forecasted using the growth curve model. Therefore, GDP per capita, SVSG and 

urbanization rate are forecasted using the logistic curve model in this paper. The fitting results of GDP per 

capita, SVSG and urbanization rate using the logistic curve model are shown in Figures 9–11, respectively.  

 

Figure 9. Fitting result of GDP per capita with the logistic curve model. 
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Figure 10. Fitting result of SVSG with the logistic curve model. 

 

Figure 11. Fitting result of urbanization rate with the logistic curve model.  

The fitting equations for GDP per capita, SVSG and urbanization rate are:  
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From Figure 9, it can be seen that the GDP per capita of Hubei Province before 2010 is at the initial 

slow growth period; after 2010, it reaches the rapid growth stage. According to the fitting result of the 

logistic curve model, the GDP per capita of Hubei Province will reach the saturated growth stage at 

around 2040. From Figure 10, it can be seen that the SVSG of Hubei Province has been at the rapid 

growth stage since the sample years, but it shows a slowing growth rate in the past few years. 

According to the fitting result of the logistic curve model, the SVSG of Hubei Province will reach the 

saturated growth stage at around 2035. From Figure 11, the urbanization rate of Hubei Province is at 

the rapid growth stage, but the growth rate is currently decreasing, and the urbanization rate of Hubei 

Province will reach the saturated growth stage at around 2038. Therefore, based on the forecasting 

saturation time of GDP per capita, SVSG and urbanization rate, we can roughly judge that the power 

load of Hubei Province will reach saturation at around 2040. 

The forecasting values of GDP per capita, SVSG and urbanization rate of Hubei Province from 2013 

to 2050 can be obtained, as shown in Figure 12. 

 

Figure 12. Forecasting values of GDP per capita, SVSG and urbanization rate of Hubei 

Province from 2013 to 2050.  

According to Equation (15), the annual maximum power load of Hubei Province from 2013 to 2050 

by using the MSPLF model can be calculated, and the result is shown in Figure 13. From Figure 13, 

we can see that the forecasted annual maximum power load of Hubei Province according to the 

MSPLF model will increase to about 110,000 MW in 2050 from 28,078 MW in 2013, which is much 

higher than that of the logistic curve model. 
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Figure 13. Forecasting result of Hubei Province’s power load from 2013 to 2050 

according to the MSPLF model. 

Based on the forecasting results of the logistic curve model and MSPLF model from 2013 to 2050, 

the annual maximum power load of Hubei Province from 2013 to 2050 can be forecasted by 

employing the proposed CFM according to Equation (13), and the result is shown in Figure 14. From 

Figure 14, it can be seen that the forecasted annual maximum power load of Hubei Province according 

to the proposed CFM model will increase to nearly 90,000 MW in 2050 from 25,841 MW in 2013, 

which is much lower than that of the MSPLF model, and higher than that of the logistic curve model. 

Meanwhile, the annual growth rate of the maximum power load of Hubei Province will decline from 

about 7% in 2013 to less than 2% after 2039.  

 

Figure 14. Power load forecasting result from 2013 to 2050 by using the proposed CFM.  
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4.2. Saturation Analysis 

According to Reference [13], when the annual growth rate of a region’s power load is less than 2%, 

it can be concluded that the electricity demand in this region has reached saturation. In Figure 14, the 

annual growth rate of Hubei Province’s power load has been on a downward trend, and it will fall to 

1.898% in 2039, which is the first year that the annual growth rate is less than 2%. Therefore, we can 

safely conclude that the electricity demand in Hubei Province will reach saturation in 2039. At this 

time, the annual maximum power load, GDP per capita, SVSG and urbanization rate will reach 

78,629.25 MW, 70,561.03 RMB per capita, 51.8% and 78.18%, respectively. 

5. Conclusions 

Power load forecasting is the foundation of urban power grid planning, and saturated power load is 

a key indicator for determining the ultimate power grid scale when performing urban power grid 

planning. Analyzing saturated power load is helpful for determining the ultimate power grid scale and 

also plays an important role in promoting the healthy and sustainable development of the power grid. 

In this paper, a novel combined forecasting model is proposed for urban saturated power load analysis 

based on the logistic curve model and multi-dimensional saturated power load forecasting model, and 

the mathematical weights of these two single models in the proposed combined forecasting model are 

optimally determined using the fruit fly optimization algorithm. Using Hubei Province as the empirical 

example, the analysis results show:  

(1) The forecasting accuracy of the proposed combined forecasting model in this paper is much higher 

than that of the single logistic curve model and multi-dimensional saturated power load forecasting 

model, which indicates the proposed CFM is more suitable for saturated power load analysis;  

(2) The annual maximum power load of Hubei Province will reach saturation in 2039, at which 

time the growth rate of the annual maximum power load will fall to 1.898%, and the annual 

maximum power load, GDP per capita, SVSG and urbanization rate will reach 78,629.25 MW, 

70,561.03 RMB per capita, 51.8% and 78.18%, respectively. 
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