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ABSTRACT 

In the present study, dynamic performance of single bed desiccant regeneration system has been investigated experi- 
mentally. The desiccant bed operates as an adsorber and then as a regenerator, intermittently. In the experimental work 
of this investigation, Silica gel is used as a desiccant material. In the regeneration process, hot air from an air heater is 
blown through the bed using an air blower. The performance of desorption process at different conditions of flowing air 
is demonstrated. The experimental tests were carried out at different conditions of inlet air and initial bed parameters. 
Temperature and humidity of air at inlet and exit of the bed were measured. The obtained results showed that hot air 
with an inlet temperature ranging from 40˚C to 75˚C could release a notable amount of water from the desiccant bed. 
The relation between the studied parameters during the desorption processes is correlated. Results also show that the 
“Rehabilitation period” in desorption process should be eliminated to decrease the desorption time and it could be 
eliminated if the hot air mass flow rate is greater than 1.92 kg/hr per kg of silica gel. 
 
Keywords: Desiccant; Regeneration; Desorption; Silica Gel 

1. Introduction 

Refrigeration and air conditioning systems consume a 
large amount of electric energy especially in hot humid 
areas. It is a wise decision to use all scientific means to 
reduce the energy consumed in air conditioning systems. 
Desiccants are substances known for their ability to ab- 
sorb water vapour. Therefore, they can be used effec- 
tively not only to overcome the latent cooling load of air 
conditioning systems and improve the indoor quality but 
also to dehumidify air for any industrial applications. 
Poor indoor air humidity condition can affect the incidence 
of respiratory infections and allergies, disrupt the body’s 
ability to cool itself, be susceptible to diseases like flu, 
and thrive dust mites. Description and operation of des- 
iccant air conditioning systems can be found in several 
investigations [1-5]. 

In order to have a continuous operation whereby a 
desiccant removes water vapour from air, the desiccant 
must be regenerated continuously. Regeneration (desorp- 
tion) of a desiccant is usually achieved by heating. The 
heat required for regenerating the weak desiccants can be 
supplied by fossil fuel, waste heat, or any form of low- 
grade thermal energy, and most of the time, solar energy 
is used in such processes. Several studies have been con- 
ducted on the operation of the desiccant dehumidifica- 

tion/regeneration employing evaporative cooling proc-  
esses [6-9]. 

Theoretical and experimental study on the desorption 
characteristics of vertical packed porous bed was carried 
out by Hamed [10]. He investigated a theoretical model 
to describe the effect of independent parameters (time, 
and vertical distance) on the vertical gradient of desorb- 
able fluid in a desiccant bed. 

Hamed et al. [11] studied experimentally the transient 
adsorption/desorption characteristics of solid desiccant in 
a vertical fluidized bed. They found that, the relation 
between the desorbed water and the moisture fraction for 
material depends on the thermo-physical properties of the 
solid desorbate-desorbent pair. The maximum value of 
air exit humidity during desorption (regeneration) is de- 
pendent on the regeneration temperature. Also, they found 
that, vapour generation rate increases gradually with the 
increase in bed temperature and consequently the mass 
transfer potential. 

Kabeel [12] studied the effect of design and operating 
parameters on the performance of a multilayer desiccant 
packed bed theoretically and experimentally. He com- 
pared his experimental and theoretical results with that of 
Abd-Elrahman [13], and the results showed reasonable 
agreement. 
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Awad et al. [14] investigated theoretically and expe- 
rimentally adsorption/desorption operations of a hollow  
cylindrical packed bed. They found that the pressure drop 
in hollow cylindrical bed was too small compared with 
that in the vertical packed bed. They found also that a 
transient period “start-up period” from adsorption to de- 
sorption is needed and this start-up period will be de- 
creased in case of cyclic operation. Theoretical investiga- 
tion of the cyclic operation of the radial flow solid des- 
iccant dehumidifier has been reported [15]. A mathe- 
matical model has been developed to predict the effect of 
air inlet conditions (humidity, temperature and flow rate) 
as well as bed design parameters on the desiccant bed 
dynamic performance during cyclic operation. The re- 
sults show that, lower values of the humidity of process 
air at bed exit could be attained with increase in regen- 
eration temperature [15]. 

EL-Samadony et al. [16] divided adsorption time of 
single desiccant bed into four stages and studied the ef-
fect of the operating parameters on the global adsorption 
performance and the divided stages’ periods. 

In the present study, an experimental unit has been de- 
signed and installed to evaluate the effect of design and 
operating parameters on the dynamic performance of the 
experimental unit. Several objectives are formulated to 
address the overall goal of the present study; evaluation 
of the effect of design and operating parameters on the 
performance of single bed desiccant dehumidification 
system. These objectives are to: 

1) Design and installation of a single vertical bed des- 
iccant system coupled with an air heater for regeneration 
of silica gel in the bed. 

2) Study and discuss the operation of the proposed sys-
tem and evaluate the possibility of steady state operation. 

2. Description of the Single Bed  
Adsorption-Desorption System 

The experimental unit has been designed and installed to 
evaluate the effect of design and operating parameters on 
the performance of the experimental unit. A schematic 
diagram of the single bed adsorption-desorption air de- 
humidification system is illustrated in Figure 1. The sys- 
tem consists of one desiccant bed and three control valves. 
Silica gel (95% White + 5% blue, with an average di- 
ameter of 3.5 mm) is used as desiccant. Bed dimensions 
are 21 cm diameter and 90 cm height. The operation 
schedule of control valves is given in Table 1. 

3. Experimental Work 

The adsorption and desorption processes were studied for 
a single bed at different conditions such as air mass flow 
rate, hot air regeneration temperature and humidity ratio. 
The system consists of different parts. The blower is used 
to blow the atmospheric air in the bed. The heater is used 
to regenerate the desiccant, silica gel, by heating the air. 
A variac (transformer) is used to change the regeneration 
air temperature by changing the supplied volt. The air 
flow rate to the system is controlled by the valves (see 
Figures 1(b) and (c)) and measured by means of a ane-
mometer. Two valves are used to control the air flow rate, 
valve 1 for adsorption and valve 2 for desorption process. 
Air inlet and outlet conditions (dry bulb temperature and 
relative humidity) were measured and recorded by means 

 

 
(a) The experimental unit       (b) Desorption mode                       (c) Adsorption mode 

Figure 1. Single bed adsorption-desorption air dehumidification system. (a) View of the experimental unit; (b) Desorption 
mode; (c) Adsorption mode. 
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Table 1. The operation schedule of control valves. 

Case Valves 1 2 3 

A Desorption Closed Open Closed 

B Adsorption Open Closed Open 

 
of a data logger every 10 seconds. The measuring points 
of air are just before and after Silica gel’s bed, as shown 
in Figure 1(a) at points I and II. The humidity ratio of air 
was calculated by knowing its dry bulb temperature and 
relative humidity [17]. 

The switching between case (a) and case (b) (as shown 
in Figure 1) is carried out when the air humidity ratio at 
outlet is close to that at inlet. At this situation, desiccant 
bed does not has any ability to adsorb or desorp water 
vapour. To reduce the amount of heat lost from the des- 
iccant bed during the regeneration process, the bed was 
covered by an insulation layer. 

4. Results and Discussion 

The performance of desiccant packed bed during regen- 
eration processes was evaluated by conducting a series of 
runs with different inlet conditions of air stream, listed in 
Table 2. This study included the effect of the hot air re- 
generation temperature and air mass flow rate on regen- 
eration time. 

4.1. Regeneration Process 

Figures 2-5 illustrate the variation of the outlet to inlet 
air humidity ratio with the regeneration time for a differ- 
ent air mass flow rates and inlet hot air regeneration tem- 
perature. It can be seen from these Figures that the 
graphical relationships between outlet to inlet air humid- 
ity ratio and desorption time seemed to be looks like “n” 
curve i.e. the outlet to inlet air humidity ratio firstly in- 
creases and then decreases with time. In the present study, 
the desorption process will be divided into four periods; 
namely “Rehabilitation period”, ascending period, up- 
permost period and descending period, as shown in Fig- 
ure 6. 

During the “Rehabilitation period”, the ratio of the 
outlet to inlet air humidity ratio is less than one. Conse- 
quently, an opposite process, adsorption, will be occurred. 
This is because; at the beginning of the regeneration 
process Silica gel temperature was lower than that for the 
inlet hot air. Consequently, Silica gel vapour pressure 
was lower than that for the inlet hot air. As soon as Silica 
gel is heated up, the value of mass transfer driving forces 
will be changed. Consequently, the mass transfer direc- 
tion between Silica gel and inlet air will be changed from 
adsorption to desorption process. In the second period, 
ascending period, the rate of desorption increases with 
time. The uppermost period is the period at which the  

Table 2. Air inlet conditions. 

Inlet air mass flow rate, kg/min Inlet air regeneration temperature, ˚C

Q1 Q2 Q3 Q4 T1 T2 T3 T4 

0.58 0.64 0.71 0.77 40 50 66 75 

 

 

Figure 2. Regeneration process at T4 and Q4. 
 

 

Figure 3. Regeneration process at T4 and Q3. 
 

 

Figure 4. Regeneration process at T3 and Q3. 
 

 

Figure 5. Regeneration process at T2 and Q3. 
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Figure 6. Regeneration process parts, at T2 and Q2. 
 

rate of desorption is reached to its maximum value for a 
given conditions. Finally, the forth period, the descend- 
ing period, the rate of desorption decreases with time. It 
could be seen from Figures 2-5 that the value of each 
previous period is varied with the regeneration tempera- 
ture and air mass flow rate. The value of “Rehabilitation 
period” may be tends to zero for high regeneration tem- 
perature and air mass flow rate. 

It can be seen also from Figures 2-5 that the outlet air 
temperature increases as regeneration time increases. This 
is because as regeneration time increases desorption rate 
decreases, and thus less desorption heat consumption. 

4.2. Effect of Hot Air Mass Flow Rate 

Figures 7-10 illustrate the variation of the outlet to inlet 
air humidity ratio with the regeneration time for different 
hot air mass flow rates and at different regeneration tem-
peratures. It can be seen from these Figures that the as-
cending desorption rate period decreases as the amount of 
air mass flow rate increases. This is because as amount of 
air mass flow rate increases, air heat capacity increases 
and hence could reach to the uppermost period in a short 
time. Also, it can be seen, from these Figures that the 
“Rehabilitation period” decreases as the amount of air 
mass flow rate increases. This is because as the amount 
of air mass flow rate increases air heat capacity increases 
and hence could increase Silica gel temperature in a 
shorter period. It could be concluded that “Rehabilitation 
period” can be eliminated if hot air mass flow rate is 
greater than 1.92 kg/hr per kg of silica gel. Finally, it 
could be seen from these figures that, as amount of air 
mass flow rate increases desorption time decreases. 

4.3. Effect of Regeneration Temperature 

Figures 11-14 illustrate the variation of the outlet air 
humidity ratio with desorption time for different hot air 
regeneration temperature and at a different air mass flow 
rate. It can be seen from these figures that as hot air regen-
eration temperature increases outlet to inlet air humidity 

 

Figure 7. Variation of outlet to inlet humidity with time for 
different values of flow rate at T1. 

 

 

Figure 8. Variation of outlet to inlet humidity with time for 
different values of flow rate at T2. 

 

 

Figure 9. Variation of outlet to inlet humidity with time for 
different values of flow rate at T3. 

 

 

Figure 10. Variation of outlet to inlet humidity with time for 
different values of flow rate at T4. 

 
ratio increases. The value of the outlet to inlet air humidity 
ratio could reach 1.20 and 3.0 for air regeneration tem- 
perature of 40˚C and 75˚C, respectively. Consequently, 
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Figure 11. Variation of outlet to inlet humidity with time for 
different values of regeneration temperature at Q1. 

 

 

Figure 12. Variation of outlet to inlet humidity with time for 
different values of regeneration temperature at Q2. 

 

 

Figure 13. Variation of outlet to inlet humidity with time for 
different values of regeneration temperature at Q3. 

 

 

Figure 14. Variation of outlet to inlet humidity with time for 
different values of regeneration temperature at Q4. 

 
the amount of released water vapour is increased. Hence, 
better adsorption process will be expected in the follow- 
ing adsorption process. Also, it could be seen that, as the 

regeneration temperature increases desorption time de- 
creases. This is because the value of the mass transfer 
driving force increases as temperature increases. This 
cause high regeneration rate and hence leads to low regen- 
eration time. It could be seen that the value of desorption 
time for low regeneration temperature is nearly double or 
less than that for high regeneration temperature. Finally, 
it can be seen, from these figures that the “Rehabilitation 
period” increases as the regeneration temperature de- 
creases especially at low air mass flow rates. 

4.4. Experimental Uncertainty Analysis 

In the present section, the uncertainty analysis of the ex- 
perimental results is obtained according to [18]. The 
measurements are done to obtain the following results; 
air humidity ratio, w, and adsorption/desorption capacity 
percentage. These results are functioned of two inde- 
pendent variables; dry bulb temperature, t, and relative 
humidity, , thus 

 ,dbw w t               (1) 

Let ww be the uncertainty in the result and Wt and W, 
be the uncertainties in the independent variables. The 
uncertainty in result is calculated according to the equa- 
tion proposed by [12] as follows: 

1
22 2

w t

w w
w w w

T 

             
       (2) 

where 
wt: Uncertainty associated with the measuring dry bulb 

temperature’s = ±0.3˚C; 
w: Uncertainty associated with the measuring relative 

humidity = ±5 RH%. Calculations show that uncertain- 
ties in calculating air humidity ratio and adsorption ca- 
pacity percentage are 0.33% and 0.23% respectively. 

4.5. Experimental Correlation of Air Desorption 
Processes 

The Experimental results (about 16,376 data points) are 
used to obtain a mathematical correlation of outlet to inlet 
air humidity ratio as a function of time, air mass flow rate 
and air regeneration temperatures, represented by Equa-
tion (3). Hopefully, the average error between the actual 
value, experimental calculated value, of the outlet to inlet 
air humidity ratio to that obtain from the present correla-
tion is 0.24. The average error is calculated by calculating 
the absolute error between the actual experimental value 
of each outlet to inlet air humidity ratio data and the 
value that may obtained from the correlation. The aver-
age error is the average value of all absolute errors of 
each data point. 
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where 

0.00967  Q  0.012870, 40  T  75, 1.00o

i

w

w
  

C1 =  
−13.4962 

C2 =  
39.7059 

C3 =  
−185922.8291 

C4 =  
−1646801.23 

C5 =  
−747873.21 

C6 =  
−2040.6054 

C7 =  
13.4493 

C8 =  
−25.7757 

C9 =  
−3.0718 

C10 =  
−270.0554 

C11 =  
−1095.1715 

C12 =  
−2.0094 

C13 =  
1 

C14 =  
−3379.3922 

C15 =  
−29998.7938 

C16 =  
−30.9661 

C17 =  
−128.3985 

C18 =  
29.2049 

C19 =  
0.52159 

 

5. Conclusions 

Desiccant dehumidification system of single bed has been 
designed, built and tested. Transient desorption characteris-
tics of silica packed bed has been studied. Experimental 
results of the instantaneous variation of the air exit pa-
rameters (humidity and temperature) are demonstrated. 
The measurements obtained from the specific tests car-
ried out on desiccant humidification system using silica 
gel as the working desiccant have been analyzed and 
highlighted. From the analysis, the following conclusions 
can be drawn. 

1) Inlet air temperature in the regeneration process has 
a great influence on the regeneration process. As the re- 
generation performance at high temperature could 2.5 
times that at low regeneration temperature. Also, results 
show that the “Rehabilitation period” in desorption proc- 
ess should be eliminated to avoid an opposite process and 
to decrease desorption time. 

2) “Rehabilitation period” is mainly depends on hot air 
mass flow rate and it can be eliminated if the hot air mass 
flow rate is greater than 1.92 kg/hr per kg of silica gel. 

3) Desorption time decreases by increasing air mass 
flow rate and inlet air regeneration temperature. 

4) An acceptable correlation of outlet to inlet air hu- 
midity ratio in a desorption process is obtained with an 
average error of 0.24. 
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Nomenclatures 

Q: Air mass flow rate, kg/s; 
tdb: Air dry bulb temperature, ˚C; 
T: Inlet hot air regeneration temperature, ˚C; 
w: Air humidity ratio, g/kg; 
wt: Uncertainty associated with measuring dry bulb tem-
perature, ˚C; 
w: Uncertainty associated with measuring relative hu-
midity, %; 
ww: Uncertainty associated with calculating humidity 
ratio, %. 

Greek Symbols 

: Air relative humidity, %; 
: Time, sec. 

Subscripts 

1: Inlet condition number 1; 
2: Inlet condition number 2; 
3: Inlet condition number 3; 
4: Inlet condition number 4; 
i: Inlet; 
o: Outlet.

 


